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March 23, 1997

Interim Report on Burning PRB Coa! at IGS

We have recently completed the first portion of an ongoing
evaluation regarding subbituminous C coal from the Wyoming Powder
River Basin (PRB), as a fuel at the Intermountain Generating
Station. Having burnt one train of PRB coal at IGS, this coal
appears to be a viable alternative fuel in blending rates up to
approximately 50% provided economical transportation is
available.

From the operational parameters monitored during consumption of
the PRB coal on Wednesday March 12th and Friday March 14th there
are no concerns which would preclude burning PRB at Intermountain
Generating Station. There are, however, several items that
warrant further evaluation before making a long-term decision on
PRB consumption or maximum blending rates.

Blend rates of PRB coal during the initial burn on March 12th are
not well established. Considerable effort was made by Operations
to follow established guidelines, however, plow reliability did
not allow for consistent blending. Therefore, it is difficult to
draw conclusions from the PI data associated with this incident.

The investigation and testing completed on Friday March 14th,
however, has allowed us to verify potential concerns in both
operation and maintenance. These include:

-Increased fire and explosion potential
-Reduced operational margins
-Reduced equipment maintenance availability
-Fuel delivery concerns
-Increased house cleaning

Increased Fire/Explosion Potential
The increased propensity of PRB fuels to ignite within the fuel
handling and preparation systems is an established concern in the
industry. The basis for this concern was noted during our test
burn.
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During the test period the pulverizer inlet temperatures were
observed to increase an average of i00 degrees above norma!.
Pulverizer inlet temperatures reached 470 degrees F in some
cases. Outlet temperatures were controlled within allowable
limits during this test. According to B&W, pulverizer inlet
temperatures above 400 degrees F place us in a fuel category
where they no longer recommend sweeping to the furnace due to
explosion concerns.

Reduced Operational Margins
During the test it was noted that fuel preparation systems
operated closer to capacity, as expected. This will continue to
be a concern, at least until rescaling is complete on both units.

During the tests feeder speeds were recorded at 83%, 10-12% above
normal. Also, pulverizer differentials rose by 2-3 inches w.g.
Operation at these levels over time has an incremental cost
associated with increased power consumption and increased
maintenance requirements.

Reduced Equipment Maintenance Availability
Several attributes of PRB coal make maintenance of associated
systems more difficult. At a blend rate of 50% an approximate
15% greater volume of coal must be handled and crushed based on
average BTU content. This reduces available maintenance time by
approximately three hours in each 24 hour period.

Plants we have contacted tell us that the higher fuel flow rates
for PRB result, as expected, in notably higher maintenance
requirements. Increased pulverizer maintenance requirements are
compounded by decreased maintenance access time of conveying and
pulverizing equipment as well as potential equipment capacity
reduction (i.e. mill outlet temperature constraints requiring
more mill capacity).

In addition, fuel handling system reliability, including rotary
plows, will require additional modifications to ensure long-term,
reliable blending capability.

Euel delivery concerns
The ability of IPSC to provide adequate coal transport capacity
is in question. Additional train capacity may be needed. An
assessment of existing rail capacity and schedules will require
information currently available only within the DWP fuels group.
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Increased house cleaning
During the test a considerable increase was noted in coal dust at
conveying transfer points. This issue was also identified to us
by others with PRB experience. House cleaning requirements will
increase.

In addition to the above concerns, longer term testing would be
required to fully evaluate boiler gas side impacts including
sootblowing capability by section and reheat temperature control.
As described in the PRB plan submitted earlier, water lances and
primary air duct burners are common retrofit provisions in plants
burning predominantly PRB.

Following burn of the upcoming March 26, 1997, PRB shipment we
will provide an updated report. The concerns noted above, with
exception of coal transport, appear to have solutions that could
be justified and addressed within our normal budgeting process.

JHN:dh
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LADWP is currently investigating the purchase of coal from mines
located in south central Wyoming. From the information available here
at the site, there appears to be several operational questions which
deserve careful evaluation before any commitments are made. Among
them are the following:

FINES - According to available information, the south central Wyoming
coals have an average HGI well above IPSC’s existing sources.
Typically, this means higher fines. A study should_be conducted to
investigate any increase in negative effects on the f~el handling area
and equipment.

MOISTURE - Available information suggests that the average total
moisture of the coal under consideration is approximately twice that
of current sources. Inherent or capillary moisture is approximately
three times that of current sources. This presents several more
concerns.

Unloading difficulties are, at least in part, associated with higher
moisture content of "as received" coal. Doubling the total moisture
would doubtless have a worsening effect on cold weather unloading.

In recent weeks, as coal moisture has climbed to 10-11%, pulverizer
In~et gas temperatures increased an average of 65 to 75 degrees.

Asignificant increase in mill fires was noted and differential
pressures were reaching alarm limits.

Concerns also exist with regard to primary air fan capacity. Due to
the reported "clumping" tendency of the Wyoming coal, greater fan
capacity may be required to provide proper classification at requi#ed
fuel flows.

Six mill operation with current coal characteristics is often

marginal. The analyses of the Wyoming coal suggest that six mill
operation may be impossible.
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BLENDING - Reliable blending requires a highly reliable system. This
includes availability of on-site equipment and consistency of coal
inventories.

There is guarded optimism that the rotary plow feeder reliability can
be improved significantly. However, the degree of reliability
required to effectively blend coal has not yet been demonstrated by
the reclaim system in general.

IPSC has had considerable difficulty in maintaining a consistent fuel
reserve in the active reclaim area. Available coal quantities would
have to be maintained within much tighter tolerances than has occurred
to date.

SLAGGING/FOULING - Slagging problems have been reported by one
utility (NIPSCO) burning the coal in question. Reflective buildup
throughout the back pass produced heat transfer problems according to
Mr. Larry Bonner of NIPSCO (219) 853-6956. Resolution of these
problems required the’unit to be shut down.

It appears that the use of Wyoming coal may require significant
alterations in existing equipment and/or modes of operation. Whether
desirable or not, these issues should be thoroughly investigated.

JHN:tdt                                                                ~

Dennis Kil lian
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INTERMOUNTAIN POWER SERVICE CORPORATION
COAL DATABASE

DATE: JANUARY 17, 1989
SAMPLE RECEIVED AT IGS: 12-20-88
MINE:    "C" SAMPLE

REQUESTED BY: LADWP FUELS GROUP, BILL ENGELS

IPSC LAB

COAL ANALYSES

LAB NO. 6164
AS RECEIVED DRY BASIS

% MOISTURE 12.34 /;.~ XXXX
% ASH 4.73 M~ 5.40
% VOLATILE 38.42 43.83
% FIXED CARBON 44.51 50.77

(by diff.)
% SULFUR 0.55 0.63

BTU/LB 11255!U5~ 12839
% FLOURINE

HGI = 54.7

LAB NO.
AS RECEIVED

XXXX
XXXX
XXXX
XXXX

DRY BASIS

xxxx xxxx
xxxx xxxx
xxxx xxxx

HGI = XXXX

ASH ANALYSES

% SODIUM OXIDE,Na20,
IGNITED BASIS =

IPSC LAB

0.73

FUSION TEMPERATURES,
REDUCING ATMOSPHERE;ID= 2440

ST= 2450
HT= 2455
FT= 2460

MINE SPLIT

XXXX
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INTERMOUNTAIN POWER SERVICE CORPORATION
COAL DATABASE

DATE: JANUARY 17, 1989
SAMPLE RECEIVED AT IGS: 12-21-88
MINE :    "B" SAMPLE

REQUESTED BY: LADWP FUELS GROUP, BILL ENGELS

IPSC LAB

%MOISTURE
%ASH
%VOLATILE
%FIXED CARBON

(by diff.)
% SULFUR

BTU/LB
% FLOURINE

COAL ANALYSES

LAB NO. 6171
AS RECEIVED    DRY BASIS

16.22-i&.T= XXXX
5.25 ~£q 6.27

36.54 43.61
41.99 50.12

0.85 1.01
10656 l&D~ 12719

HGI = 49.5

LAB NO.
AS RECEIVED

XXXX
XXXX
XXXX
XXXX

DRY BASIS
XXXX
XXXX
XXXX
XXXX

XXXX XXXX
XXXX XXXX
XXXX XXXX

HGI " XXXX

% SODIUM OXIDE,Na20,
IGNITED BASIS =

FUSION TEMPERATURES,
REDUCING ATMOSPHERE;ID=

ST=
HT=
FT=

ASH ANALYSES

IPSC LAB

0.18

2265
2370
2395
2610

MINE SPLIT
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TEL N0:216-868-1902

"Babcock & Wilco× Power Generation Group

s McDermott company

February I, 1989

20 S. van 8uren Avenue
P.O. B~x 351
Barberton, OH 44203-0351
(216) 753-4511

Intermountaln Power Project
Department of Water & Power
City of Los Angeles
P.O. Box 111, ROom 658
Los Angeles, CA 90051

Attn: Mr. T.H. McGuiness Re:

Gentlemen:

Intermountain Power Project
B&W Ref: RB-614/615
Subject: Coal Evaluatlon

At the request of Bill Ingalls and Raffi Krikorian, three coals samples were
analyzed by B&W for the primary purpose of determining slagging and fouling
indices per B&W’s established standard methods. Fuel testing included
determination of proximate and ultimate analysis, gross heating value, ash
fusion temperatures (oxidizing and reducing), spectrographic ash analysis, and
grindability. The three coal samples were labeled Coal A, Coal B, and Coal C.
Coal A was identified by IPP as being coal currently in use at our contract,
RB-614/615. No data concerning the origin of Coals B or C was provided.
According to previous conversations with IPP, Coals B and C are candidate coals
being considered for firing on these units.

The ~nalysis data for the three coal samples is attached to this report. Also
attached is a table of calculated results which are pertinent to the discussion
that follows.

COAL RANK

Coal ranks were determined in accordance with ASTM specifications. In the case
of the three fuels tested, ranking is somewhat complicated by the fact that all
three coals fall into the classification range where the rank cannot be
specifically defined by proximate analysis data. All three coals have moist,
ash free Btu values in the range of 11,000 to 13,000 Btu/Ib. ASTM ranking
criteria assigns both the High Volatile C Bituminous classification and the
Subbituminous A classification to this Btu ranqe. Generally, the agglomerating
characteristics of the coal are used to differentiate between these adjacent
groups. Agglomerating coals are commonly ranked in the High Volatile C
Bituminous group, while non-agglomerating coals are commonly ranked in the
Subbitu~inous A group. When this issue became apparent, we performed additional
tests in iccordance with ASTM standard D388 to determine the agglomerating
characteristics of the coals. Coal A was found to be)tglomerating while Coals
B and C were non-aqqlomerating. This would result in a Hiqh Volatile C
~ituminous rank for Coal A and Subbitu~2o~u~ for C~al~ B ~nd C. It should be
~oted, however, that there are some non-agglomerating coals in bituminous
classifications so the specific rankings in this "gray area" are not hard and
fast. However, the specific ranks of the coals are not critical to the
determination of slagging and fouling characteristics which are most dependent
upon the coal ash chemistry.
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Intermountain Power Project
B&W Ref: RB-614/615
Page 2 February I, 1989

SLAGGING AND FOULING CHARAt’TERISTICS

The slagging and fouling indices developed by B&W are specific-to the type of
coal ash being considered. There are two major coal ash classifications, i.e.
"eastern" and "lignitic". iClassification is determined by the calculation of
the lignitic factor which i$ the ratio of the percent by weight of calcium and
magnesium in the coal ash to the percentage of iron. When this ratio is less
than I the ash classification is eastern, when the lignitic factor is greater
than I the ash classification is llgnitic. This distinction is critical for
the selection of corre]atio.ns to be used for determining slagging and fouling
characteristics. Per the a~bove the ash is characterized as lignitic for Coals
A and C and eastern for Coa,l B.

SLAGGING

The slagging factor (R~) for a lignitic ash coal is calculated from a weighted
average of the initial°defolrmation and hemispherical softening temperatures of
the coal ash. Classificati~on is as follows:

R GT 2250
s

R 2250 - 2100
S

Rs LT 2100

medium slagging
h~igh slagging

severe slagging

Based on the above, the lignitic ash coals, A and C, classify as high and
medium respectively.

The slagging factor for an eastern ash coal is calculated as the product of the
base to acid ratio of the coal ash and the percent by weight of sulfur in the
coal on a dry basis. Classification is as follows:

R LT 2,0
R 2.0 - 2.6

R GT 2.6

medium slagging

:high slagging

severe slagging

Coal B, which has an easter~n type ash, is classified on this basis as medium
slagging.

FOULING

The fouling factor (Re) fora lignitic ash coal is determined by the weight
percent of sodium (Na) in the ash analysis. Two classification criteria are
utilized, depending on the .base to acid ratio of the coal ash. For ash with a
low B/A, classification is ~s follows:

Rf LT 1.2

Rf 1.2 - 3.0

Rf GT 3.0

= medium fouling

¯ high fouling

- severe slagging

Coal A falls in this catego!ry and is classified as high fouling with a sodium
content of 1,46.
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Intermountain Power Project
B&W Ref: RB-614/615
Page 3 February I, 1989

Ash with a low base to acid ratio is classified for fouling as follows:

Rf LT 3.0     = medium fouling

Rf 3.0 - 6.0 = high fouling

Rf GT 6.0     = severe fouling

Coal C with a high B/A and a sodium content of .84 is classified as medium
fouling on this basis.

The fouling factor for an eastern ash coal is calculated as the product of the
base to acid ratio and the weight percent of sodium in the ash. Classification
is as follows:

Rf LT 0.5

Rf 0.5 - 1.0

Rf GT 1.0

- medium fouling

= high fouling

= severe fouling

Coal B, with Rf of .09, is classified on this basis as medium ~ouling.

SPECIAL NOTE ON COAL C

Per the above, in accordance with our standard predictive methods for coals
with lignitic ash, Coal C is classified as medium slagging and medium fouling.
Relatively recent experience with western coals from certain areas in Montana
and Wyoming indicate that these coals do not behave in accordance with the
standard indices and special considerations are required. These �oals have
exhibited the potential to form thin, whiter highly reflective ash de~oslts on
upper furnace walls, These. deposits impede radiant heat transfer.--~-~FB-~-h-~---
furnace resulting in elevated furnace exit gas temperatures (FEGT). Problems
with severe superheater leading edge slagging can result from the nigher than
expected gas temperature.

At present, there is no proven method of determining if a particular ash will
exhibit reflective properties with a high degree of certainty. However, a
number of parameters associated with Coal C such as its h~gh Base/Acid ratio,
lignitlc factor and calcium content are common to other coals known to have
reflective ash properties..As noted above, Montana and Wyoming coals from
certain seams are known to have reflective properties. IPP declined to advise
the origin of these coals prior to issuing this report so no evaluation can be
made on this basis.

FLYASH EROSION POTENTIAL

Based on the analyses data available, a limited evaluation of the erosiveness
of the various coal ash c~n be made. Factors considered from the coal and ash
analysis include ash loading, expressed as pounds of ash per million Btu, and
the sum of silica and alumina in the ash. High ash loadings and high
silica/alumina contribute to increased flyash erosion. In convection pass
design, flue gas velocity limits are established based, in part, on these
factors.
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Intermountain Power Project
B&W Ref: RB-614/615
Page 4 February I, 1989

Table I shows the ash loading Si + A1 calculations for the three coals tested.
Note that Coal A has both the highest ash loading and the highest total
silica/alumina of the three coals. Ash loadings are significantly less for
Coals B and C. Coal C also has a significantly lower proportion of erosive
elements.

IGNITION AND STABILITY

B&W has developed a number of indices to evaluate ignition and stability
characteristics for the wide range of fuel/burner/furnace combinations
encountered. Presently, our most commonly used index is the B&W Ignition
Factor.

This factor provides a relative indication of ignition and stability
characteristics for PC firing by evaluating volatile heat release and ignition
burden factors. Experience has shown a very good correlation between the
ignition factor and observed performance over a wide range of combustion system
configurations and coal types.

Generally, fuels having ignition factors of 120 or greater can readily be
utilized in conventional furnaces with standard circular or Dual Register
Burners. Ignition factors for the three fuels included in this study are listed
on Table I. Note that the factors for all three fuels significantly exceed the
minimum requirements.

SUMMARY

Aside from the question concerning the~.te.ntia3~as a reflective
~sh, the evaluation indica:e_L_tha_t_.C,.QA]_s_B_and=-C__c~.uld_r_eadJ~_be-us~zL-to
replace Coal A. On the basis of the standard indices evaluated these coals
exhibit advantages with respect to Coal A in terms of slagging ~nd fouling
performance and flyash erosion potential. The potential for reflective ash
with Coal C will require additional evaluation ~in¢~ the standard indices do
not adequately predict performance when reflective ash effects are involved.
Information concerning the source of-Coal C will help to resolve this issue.

CAP:nk

Very truly yours,

C.A. Palmberg, Contract Manager

cc: RK Krikorian - IPP, LA
GT Rose     - IPP, Delta

P.S. - Per my 1/27/89 telecon with Bill Ingalls, IPP is sending us one more
candidate coal ("Coal D") for similar analysis work. B&W will report on
"Coal D" in a separate report. ~lease initiate a chan~e order to cover
this additional work (price is the same as quoted-~’~ my 11/23/88
l~tt~r~ ....

IP12 004818
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Table

Coal Rank

Ligui=ic Factor

Ash Type

B/AEa=io

Sulfur % Dry

Na %

R

# Ash/106 Btu

$i + A1

Ig~i£ion Factor

Coal A

1.91

Ligni~c

.66

i. ~6

6.4

67.92

~79

Coal

.85

Eastern

.31

1.0~

¯ 32 (medium)

.09

4.7

66.68

2~0

Coal C

EVBC/SUBA

4.36

Lignitlc

1.19

.60

,84

2390 (m~dium)

¯ 84 (medium)

4.1

36. IS~

3~5
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D~LTA, UIAH
A.~G-89-6366-01
JA.VdA£Y 13, 1989

C-20112

12/5/BB

5as is As ~ce Ive4 Dry

Total Moisture, % 11.24 --

l>rcximate Analysis ~ %

~k)isture ii. 24 --
Volatile F~tter 39.84 44.89
Fixed Car~on 41.57 46.83
Ash 7.35 B. 28

Gross Heatir~ Value
Btu per Lb. 11453 12903

B~u per Lb. (M&A Free)     -- 14068

M~istur8 .... ii. 24 --
Carbon 62.71 70.65
Hydrogen 4.83 5.44
Nit-Fen 1.33 1.50
Sulfur 0.59 0.66
Ash 7.35 8.28
Ox~en (Difference) 11.95 13.47

Total i00.00 I00.00

C-20113

COAL B C ’!~"~"
i2/5/B8

As Received Dry

16.06    --

16.06 --
35.84 42.70
43.16 51.41

4.94 5.89

10569 12591

13379

16.06
60.73

4.21
1.19
0.87
4.94

12.00

I00.00

72.35
5.02
1.42
I~04
5.89

14.28

I00.00
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C-20114

COALC
12/3/88

Basis

Total Molsture, %

ProxL~ate Analvs is, %

Moisture
Volatile Matter
Fixed Carben
Ash

Gross Heatin~ Value
9tu per

Btu per Lb. (M&A Free)

Ultimate ~na!vsls, %

Moisture
Carbon
Hyd.~:~. en
NitroGan
Sulfur
Ash
Oxygen (Difference)

Total

Received

12.82

12.82
38.99
43.60

4.59

11150-

12.82
63.61

4.54
1.53
0.52
4.59

12.39

100.00

44.72
50.01

5.27

12790

13502

72.96
5.21
1.75
0.60
5.27

14.21

i00.00
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Babcock & Wilcox
a McDermot~ company

March 3, 1989

20 S. Van Bulen Avenue
P.O, Box 351
Barberton, OH 44203.0351
(216) 753.451t

Intermountain Power ProJec,t
Department of Nater & Powe~r
City of Los Angeles
P.O, Box 111; Room 658
Los Angeles, CA 90051

Attn: Mr. T.H. McGuiness Re: Zntermountain Power Project

Subject: Coal Evaluat$on

Gentlemen:

AS an addition to the coal evaluation study provided previously, ZPP submitted a
fourth coal sample, Coal D, for evaluation. Laboratory tests were conducted
consistent with the procedures used to evaluate the three coals included in the
initial study.

Analysis data for Coal D is attached. For comparison purposes, Table I has been
revised to include resulrs for Coal D.

Coal D is classified as a High volatile 5 Bituminous coal. The coal ash is
classified as Lignitlc. The slagging factory (R) is 2288 which results in a
medium slagging classification. The slagging factor for Coal D falls
approximately midway between the slagging factors for Coal A and Coal C.

As a result of the high sodium content (5.39Z), the foulin~ factor (K~) for Coal
D is severe. Coal D has a low base to acid ratio (.51) which is identical ~o
that of Coal A and classified for fouling on the same basis. The severe fouling
classiflcation applies ~0 coals with greater than 3~ sodium. Coal D is
slgnificanrly beyond this limit and we ~ould anticipate a significant increase
in foullnK problems relative to Coal A. It should also be noted that, relative
to all of ~he o~her coals evaluated in this study, Coal D also has a
slguifican~ly higher ash. conten~. On a pounds per million Bru basis, the ash
content of Coal D is approximately 40% higher than Coal A and almost twice that
of Coals B and C.

As noted in our ~ni~ia! report, Coal C was idenu!fied as having properties
associated wi~h reflective ash coals. Coals A, B, and D do not exhibit
reflective ash propertie.s. Subsequent to the release of our previous report,
!PP advised that Coal C was from the Hanna Basin in southern Wyoming, Wyoming
coals known to have reflective ash characteristics are from the Powder River
Basin in the northeast co-’-ner of the state. Based on this information, there is
a significantly lo~er potential tha~ Coa! C will exhibit ~rghlems associated
~i~h reflective ash. Kowever, due to the uncertainties them exls~ wimh respect
to the predictive methods that are currently available, we would caution ~FP ~o
carefully evaluate the impact of Coal C on FEGT and $SH slagging if a test burn
of this fuel is conducted.

IP12 004822



’    ~. ID:BW PROJ MGT TEL NO:21E,-868-19B2

T.H. McGuiness
B&W Ref: RB-614/615
Page 2 ~arch 3, 1989

Another question that developed from our initial report pertains to the ASTM
rank classificatlou for Coals B and ¢. As previously repqrted, both of the
coals exhibited non-agglomeratlng characteristics which are normally associated
with Subbltuminous coals. However, per ASTM criteria, there is one variety of
~igh Volatile C Bituminous coal that le also non-agglomerating. In order for a
non-agglomerating coal to be classified as Bituminous i~ must also be
nonweatherin~. Weathering refers the tendency of low rank coals to break apart
when they dry out. The breakage beinE increased by repeated we=tlnE and drying,
as by exposure to weather. According to the Fuels section of our research
center there is no ASTM method to test for weathering characteristics. The
available literature refers to a U.S. Bureau of Mines method which would require
coal samples between i and 1.5 inches in size. Since coal samples were not
available in this size range and B&W~s research center had no experience or
familiarity with the test method, the weatherinE test could not be conducted.
Therefore, the specific rankin~s of Coals B and C remain questionable.

If you have questions or comments, please advise.

CAP:nk

Very truly yours,

C .A. Palmberg
Coutract Mmuager

co: W Engels    - IPP~ LA
RKKrikorlan - 1PP, LA
GT Rose       - !PP, Delta

CAP4464
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Babcock & Wilcox
= McDermott company

lutermountain Power Project
Department of Water & Power
City of Los Angeles
P.O. Box Iii, Room 658
Los Angeles, CA 90051

Attn: Mr. T.H. McGuluess

March 3, 1989

Power G,ner,tlon Group

20 S. Van Buren Avenue
P.O. Box 351
Barbed.on. OH 44203-0351
(216) 753-451 t

Re: lutermouutaiu Power Project
B&W Ref: RB-614/615
Subject: Coal Evaluation

Gentlemen:

AS an addition to the coal evaluation study provided previously, IPP submitted a
fourth coal sample, Coal D, for evaluation. Laboratory tests were conducted
consistent with the procedures used to evaluate the three coals included in

initial study.

Analysis data for Coal D is attached. For comparison purposes, Table I has been
revised to include results for Coal D.

Coal D is classified as a High Vola:ile B Bituminous coal. The coal ash is
classified as Lignitlc. The slagging factory (K) is 2288 which results in a
medium slagging classification. The slagging factor for Coal D falls
approximately midway between the slagging,factors for Coa! A and Coal C.

As a result of the high sodium content (5.39%), the fouling factor (Ks) for Coal

D is severe. Coal D has a low base to acid ratio (.31) which is identical to
that of Coal A and classified for fouling on the same basis. The severe fouling
classification applies to coals with greater than 3% sodium. Coal D is
significantly beyond this limit and we would anticipate a significant increase
in fouling problems relative to Coal A. It should also be noted that, relative
to all of the other coals evaluated in this study, Coal D also has a
significantly higher ash content. Ou a pounds per million Btu basis, the ash
content of Coal D is approximately 40% higher than Coal A and almost twice that

of Coals B and C.

As noted in our ~nitial report, Coal C was identified as having properties
associated vith reflective ash coals. Coals A, B, and D do not exhibit
reflectiv~ ash properties. Subsequent to =he release of our previous report,
!PP advised that Coal C was from the Hanna Basin in southern ~yomlnE. Wyoming

coals kno~m to have reflective ash character±silos are from the Powder River
Basin in the northeast corner of the state. Based on this information, there is
a significantly lover potential that Coal C will exhibit ~r~blems associated
with reflective ash. However, due to the uncertainties thac exist with respec~
to the predictive methods that are currently available, we would caution IPP to
carefully evaluate the impact of Coal C on FEGT and SSH slagging if a test burn

of =his fuel is conducted.
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¯’ MAR-O~-’E:9 09:29 ID:BW PROJ MGT TEL N0:°16-868-19~2

T.H. McGulness
B&~ Kef: KB-614/615
Page 2 March 3, 1989

Another question that developed from our initial report pertains to the ASTM
rank classification for Coals B and C. As previously reported, both of the
coals exhibited non-agglomeratlng characteristics which are normally associated
with Subbitum!uous coals. However, per ASTM criteria, there is one variety of
High Volatile C Bituminous coal that is also non-agglomeratlng, In order for a
non-agglomerating coal to be classified as Bituminous it must also 5e
nonweatherin~. Weathering refers the tendency of low rank coals to break apart
when they dry out. The breakage being increased by repeated wetting and drying,
as by exposure to weather. According to the ~uels. section of our research
center there is no ASTM method to test for weathering characteristics. The
available literature refers to a U.S. Bureau of Mines method which would require
coal samples between I and 1.5 inches in size. Since coal samples were not
available in this size range and B&W’s research center had no experience or
familiarity with the test method,~;~e~athering~test could not be conducted.
Therefore, the specific rankings of Coals B and C remain questionable.

If you have questions or comments, please advise.

Very truly yours,

C.A. Palmberg_
:’~ C~utrac~ Manager

CAP : nk

C¢: W Engels     - !PP, LA
RKKrikorlan - !PP, LA
GT Rose       - IPP, Delta

CAP4464

IP12 004825



Coal Rank

Lignitlc Factor

Ash Type

B/A Ratio

Sulfur % Dry

R$

# Ash/106

Si + A1

Ignition Factor

Coal A

HVBC/SUBA r°

1.91

Lignltic

.31

.66

1.46

2184 (high)

6.4

67,92

379

Table I

Coal B Coal C

HVBC/SUBA ~VBC/SUBA

¯ 85 4.36

,Eastern Ligni~!c

.31 1.19

1.04 .60

¯ 30 .84

.32 (=edium) 2390

¯ 09 (medium) .84

~.7 ~.I

66.68 36.15

240
/

2.3

Lignitic

.3~

2288 (medium)

5.39 (severe)

8.9

68.65

373
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Ib~£~RMOUhTAIN PC~:/~
D~.TA, UTAH
ACG-89-6407-01
FEBRUARY 20, 1989

Sample No.

Description

C-20155

Coal Sample "D"
taken @ C.V. SPUR
by CF & C
212189

Grindability
(ASTM D-409) 43

Ash Analys is ~ (~_Dec_t__r~g_ _raphlc), %

Silicon aS SiO2
Alumin~ as AI203
Iron as Fe203

Titanium as TiO2
Calcium as CaO
Magnesium as MgO

Sodium as ~a20*

Potassiun% as K20*

Sulfur as SO3
Phosphorus as P205

46.01

22.64

4.64
1.15

8.68
1.97
5.39
0.64
5.39

0.81

~sh Fusion Taaoeratures, OF

S (S.T., Sp)
c (S.T., HSp)
D (F.T., 1/16")
E (F.T., Flat)

** By FI~ Photcmeter.

2270
2330
2360
2400
2740

2280
2340
2360
2370
2750+
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IN’rERMOUh~AI n PO~R
-DELTA, UTAH
ACG-89-6407-01
FEBRUARY 20, 1989

.S~mple No.

D~scription

C-20155

Coal Sample "D"
taken @ C.V. SPU~R
byCF & C
2/2/89

Basis

Total Moisture, %

Proximate Analys is, %

Moisture
Volatile Matter
Fixed~Carbon
Ash

Gross Heatin~ Value
Btu per Lb.

Btu per Lb. (M&A Free)

AS Received     Dry

7.41     --

7.41 --
38.71 41.81
43.45 46.93
10.43 11.26

11763 12704

14316

Ultimate Analysis, %

Moisture
Carbon
Hydrogen
Nitrogen
Sulfur
Ash
Oxygen (Difference)

Total

Agg!cmerati~ eharacthr

7.4! --
65.46 70.70

4.87 5.26
1.29 1.39
0.45 0.49

10.43 11.26
10.09 10.90

I00.00 i00.00
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WYOMING COAL MEETING

AGENDA

Purpose: To organize specific concerns within IPSC regarding the
~    potential burn of Wyoming Coal at IGS.

The potential purchase of Wyoming coal has raised several concerns
regarding the possible effect(s) on station availability, reliability
and heat rate both immediate and projected. IPSC’s objective is, of
course, to maintain and/or improve these parameters as far as
possible.

IPSC management has requested that those associated with coal
quality/characteristics, assemble the specific concerns.

Three groups have been identified into which each identified concern
should be placed:
1-Items likely requiring system or equipment re-tuning.
2-Items likely requiring alteration in existing operating mode.
3-Items likely requiring hardware modifications.

Within each of these three groups at least two catagories should be
identified:
A-High probability for potential problems
B-Significant probability for potential problems

Each item identified should be catagorized (i.e. 1A, 3B etc.) for
recognition of relative priority.
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MEMORANDUM

INTERMOUNTAIN POWER SERVICE CORPORATION

TO:

FROM:

DATE:

SUBJECT:

FILE:

Jerry Hintze

Jim Nelson

3/7/89

IPSC Comments on Wyoming Coal

43.1200

PAGE    1    OF 2

LADWP is currently investigating the purchase of coal from mines
located in south central Wyoming. From the information available here
at the site, there appear to be several operational questions which
deserve careful evaluation before any committments are made. Among
them are the following:

FINES-According to available information, the southern central Wyoming
coals have an average HGI well above IPSC’s existing sources.
Typically, this means higher fines. A study should be conducted to
investigate any increase in negative effects on the fuel handling area
and equipment.

MOISTURE-Available information suggests that the average total
moisture of the coal under consideration is approximately twice that
of current sources. Inherent or capillary moisture is approximately
three times that of current sources. This presents several more
concerns.

Unloading difficulties are, at least in part, associated with higher
moisture content of ’as received’ coal. Doubling the total moisture
would doubtless have a worsening effect on cold weather unloading.

In recent weeks, as coal moisture has climbed to 10-11%, pulverizer
inlet gas temperatures increased an average of 65 to 75 degrees. A
significant increase in mill fires was noted and differential
pressures were reaching alarm limits.

Concerns also exist with regard to primary air fan capacity. Due to
the reported ’clumping’ tendency of the Wyoming coal, greater fan
capacity may be required to provide proper classification at required
fuel flows.

Six mill operation with current coal characteristics is often
marginal. The analyses of the Wyoming coal suggest that six mill
operation may be impossible.
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BLENDING-Reliable blending requires a highly reliable system. This
includes availability of on-site equipment and consistency of coal
inventories.

There is guarded optimism that the rotary plow feeder reliability can
be improved significantly. However, the degree of reliability
required to effectively blend coal has not yet been demonstrated by
the reclaim system in general.

IPSC has had considerable difficulty in maintaining a consistent fuel
reserve in the active reclaim area. Available coal quantities would
have to be maintained within much tighter tolerances than has occurred
to-date.

SLAGGING/FOULING-Slagging problems have been reported by one utility
(NIPSCO) burning the coal in question. Reflective build-up throughout
the back pass produced heat transfer problems according to Mr. Larry
Bonner of that company. (219) 853-6956 Resolution of these problems
required the unit to be shut down.

It appears that the use of Wyoming coal may require significant
alterations in existing equipment and/or modes of operation. Whether
desirable or not, these issues should be thoroughly investigated.
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15:45 ID:B~ PROJ MGT TEL N0:216-868-1982 #153 F’02

"Babcock & Wilcox
a McDermott company

Intermountaln Power Project
Department of Water & Power
City of Los Angeles
P.O. Box 111, Room 658
Los Angeles, CA 90051

February i, 1989

Power Generation Group

20 S. Van Buren Avsnue
P.O. Box 351
Barberton, OH 44203-0351
(216) 753.4511

Attn: Mr. T.H. McGuiness Re:

Gentlemen:

Intermountain Power Project
B&W Ref: RB-614/615
Subject: Coal Evaluatlon

At the request of Bill Ingalls and Raffi Krikorian, three coals samples were
analyzed by B&W for the primary purpose of determining slagging and fouling
indices per B&W’s established standard methods. Fuel testing included
determination of proximate and ultimate analysis, gross heating value, ash
fusion temperatures (oxidizing and reducing), spectrographic ash analysis, and
grindability. The three coal samples were labeled Coal A, Coal B, and Coal C.
Coal A was identified by IPP as being coal currently in use at our contract,
RB-614/615. No data concerning the origin of Coals B or C was provided.
According to previous conversations with IPP, Coals B and C are candidate coals
being considered for firing on these units.

The ~nalysis data for the three coal samples is attached to this report. Also
attached is a table of calculated results which are pertinent to the discussion
that follows.

COAL RANK

Coal ranks were determined in accordance with ASTM specifications. In the case
of the three fuels tested, ranking is somewhat complicated by the fact that all
three coals fall into the classification range where the rank cannot be
specifically defined by proximate analysis data. All three coals have moist,
ash free Btu values in the range of 11,000 to 13,000 Btu/Ib. ASTM ranking
criteria assigns both the High Volatile C Bituminous classification and the
Subbituminous A classification to this Btu ra~. Generally, the agglomerating
characteristics of the coal are used to differentiate between these adjacent
groups. Agg!omerating coals are commonly ranked in the High Volatile C
Bituminous group, while non-agglomerating coals are commonly ranked in the
Subbitu~inous A group. When this issue became apparent, we performed additional
tests in accordance with ASTM standard D388 to determine the agglomerating
characteristics of the coals. Coal A was found to be a9 locating while Coals
B and C were non-a~qlomerating. This~-o-~Id result in a High V61atile C
Bituminous rank for Coal A and Subbi~umi_nous_A_f~r c~l~ B ~.~. It should be
bored, hdw-e-~EF, ~BTt there are some non-agglomerating coals in bituminous
classifications so the specific rankings in this "gray area" are not hard and
fast. However, the specific ranks of the coals are not critical to the
determination of slagging and fouling characteristics which are most dependent
upon the coal ash chemistry.
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FEB-@1-’89 15:46 ID:B~ PRO# MGT TEL

Intermountain Power Project
B&W Ref: RB-614/615
Page 2 February 1, 1989

_S_L.AGGING AND F_O_UL_I.NG CHARACTE~ISTIC..S

?he slagging and fouling indices developed by B&W are specific .to the type of
coal ash being considered, There are two major coal ash classifications, i.e.
"eastern" and "lignitic". Classification is determined by the calculation of
the lignitic factor which is the ratio of the percent by weight of calcium and
magnesium in the coal ash to the percentage of iron, When this ratio is less
than I the ash classification is eastern, when the lignitic factor is greater
than I the ash classification is lignitic. This distinction is critical for
the selection of correlations to be used for determining slagging and fouling
characteristics. Per the above the ash is characterized as lignitic for Coals
A and C and eastern for Coal B.

SLAGGING                                                              ~

The slagging factor (R~) for a lignltic ash coal ~s calculated from a weighted
average of the initial°deformation and hemispherical softening temperatures of
the coal ash. Classification is as follows:

GT 2250

2250 - 2100

LT 2100

medium slagging

high slagging

severe slagging

Based on the above, the lignitic ash coals, A and C, classify as high and
medium respectively.

The slagging factor for an eastern ash coal is calculated as the product of the
base to acid ratio of the coal ash and the percent by weight of sulfur in the
coal on a dry basis. Classification is as follows:

LT2,0

2.0 - 2.6

GT2.6

: medium slagging

- high slagging~

¯ severe slagging

Coal B, which has an eastern type ash, is classified on this basis as medium
slagging.

FOULING

The fouling factor (R~) for a lignitlc ash coal is determined by the weight
percent of sodium (Na) in the ash analysis. Two classification criteria are
utilized, depending on.the base to acid ratio of the coal ash. For ash with a
low B/A, classification is as follows:

Rf L? 1.2

Rf 1,2 -

Rf GT 3.0

medium fouling
high fouling

severe slagging

Coal A falls in this category and Is classified as high fouling with a sodium
content of 1,46.
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Intermountaln Power Project
B&W Ref: RB-614/615
Page 3 February 1, 1989

Ash with a low base to acid:ratio is classified for fouling as follows:

Rf LT 3.0

Rf 3.0 - 6.0

Rf GT 6.0

= medium fouling

= hlgh foullng

= severe fouling

Coal C with a high B/A and a sodium content of .84 is classified as medium
fouling on this basis.

The fouling factor for an eBstern ash coal is calculated as the product of the
base to acid ratio and the weight percent ~f sodium in the ash. Classification
is as follows:

Rf LT 0.5

Rf 0.5 - 1.0

Rf GT 1.0

medium fouling

hlgh fouling

severe fouling

Coal B, with Rf of .Og, is classified on this basis as medium fouling.

SPECIAL NOTE ON COAL C

Per the above, in accordance with our standard predictive methods for coals
with lignitic ash, Coal C iS classified as medium slagging and medium fouling.
Relatively recent experience with western coals from certain areas in Montana
and Wyoming indicate that these coals do not behave in accordance with the
standard indices and special considerations are required. The~e cools
exhibited the potential to form thi) w~__w_~j_hit#_j__b_hi.gh_l~y__reflective ash deposits on
u~per furnace walls, These.deposits impede radiant heat
furnace resulting in elevated furnace exit gas temperatures (FEGT). Problems
with severe superheater leading edge slagging can result from the higher than
expected ~S temperature.

At present, there is no proven method of determining if a particular ash will
exhibit reflective properties with a high degree of certainty. However, a
number of parameters associated with Coal C such as its high Base/Acid ratio,
lignitic factor and calcium content are common to other coals known to have
reflective ash properties. As noted above, Montana and Wyoming coals from
certain seams are known to have reflective.properties. IPP declined to advise
the origin of these coals prior to issuing this report so no evaluation can be
made on this basis.

FLYASH EROSION POTENTIAL

Based on the analyses data available, a limited evaluation of the erosiveness
of the various coal ash canlbe made, Factors considered from the coal and ash
analysis include ash loading, expressed as pounds of ash per million Btu, and
the sum of silica and alumina in the ash. High ash loadings and high
silica/alumina contribute to increased flyash erosion. In convection pass
design, flue gas velocity limits are established based, in part, on these
factors.
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Intermountain Power Project
B&W Ref: RB-614/618
Page 4 February I, 1989

Table I shows the ash loading Si + Al calculations for the three coals tested,
Note that Coal A has both the highest ash loading and the highest total
sillca/alumina of the three, coals, Ash loadings are significantly less for
Coals B and C. Coal C also has a significantly lower proportion of erosive
elements.

IGNITION AND STABILITY

B&W has developed a number of indices to evaluate ignition and stability
characteristics for the wide range of fuel/burner/furnace combinations
encountered. Presently, our most commonly used index is the B&W Ignition
Factor.

This factor provides a relative indication of ignition and stability
characteristics for PC firing by evaluating volatile heat release and ignition
burden factors. Zxperience has shown a very good correlation between the
ignition factor and observed performance over a wide range of combustion system
configurations and coal types.

Generally, fuels having ignition factors of 120 or greater can readily be
utilized in conventional furnaces with standard circular or Dual Register
Burners. Ignition factors for the three fuels included in this study are listed
on Table I. Note that the factors for all three fuels significantly exceed the
minimum requirements.

SUMMARY

A_side from the question concerning the_.~Lote~ti.a]~_h.~e
ash, the evaluation
rgplace Coal A. On the basis of the standard indices evaluated these coals
exhibit advantages with respect to Coal A in terms of slagging ~nd fouling
performance and flyash erosion potential. The potential for reflective ash
with Coal C will reauire a~dltional evaluation since the standard indices do
not adequately predict performance when reflective ash effects are involved.
Information concerning t~ie.source of. Coal C will help to resolve this issue.

CAP:nk

Very truly yours,

C.A, Palmberg, Contract Manager

cc: RK Krikorian - IPP, LA
GT Rose     - IPP, Delta

P.S. - Per my 1/27/89 telec.on with Bill Ingalls, IPP is sending us one more
candidate coal ("Coal D") for similar analysis work. B&W will report on
"Coal D" in a separate report. ~lease initiate a_~a.nge ordgr to cover
this additional work (price is the same as quoted in my 11/23/88
letter).
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FEB-%1-’89 15:~8 ID:8~ PROJ MGT TEL N0:216-86~-19~2 ~153 F’~6 ........

Coal A

Table

Coal B Coal C

Coal R~nk

Ligni~Ic Factor

Ash Type

B/ARa~io

Sulfur % Dry

Na %

~ Ash/lO6 Btu

Si + A1

Ig~itlon Factor

1.91

.31

.66

1.46

2184

i. 46 (hZgh)

6.4

67.92

379

Eastern

.31

1.04

¯ 32 (medium)

.09

66.68

240

HVBC/SUBA

4.36

1.19

.60

2390 (medium)

.84 (me~lum)

4.1

36.15

315
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FEB-81-~89 15:~9 ID:BW PROJ MGT

DELTA, UTAH
AL’G-89-6366-01
JANUARY 13, 1989

TEL N0:216-86~-1982 PO?

~an~le No.

l~script!on

Basis

Total Moisture, %

Proximate Analysls, %

Moisture
volatile Matter
Fixed Carbon
Ash

Gross Heating Value
Btu per lb.

Btu per lb. (M&A Free)

C-20112

i2/5/88

AS Recelved Dry

11.24      --

11.24 --
39.84 44.89
41.57 46.83

7.35 8.28

11453 12903

14068

C-20113

i2/5/8S

As Received Dry

16.06 --
35.84 42.70
43.16 51.41

4.94 5.89

10569 ~" 12591

-- 13379

Ultimate Ana_l._vsi=_s,- %

Moistur~
Carbon
Hydrogen
Nitrogen
Sulfur

Oxygen (Difference)

Total

11.24
62.71

4.83
1.33
0.59
7.35

11.95

i00.00

70.65
5.44
1.50
0.66
8.28

13.47

I00.0o

16.06
60.73

4.21
1.19
0.87
4.94

12.00

i00.00

72.35
5.02
1.42
1.04
5.89

14.28

i00.00
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" INT~N ;<lqER
DELTA, UTAH
ACG-89-6366-01
JANUARY 13, 1989

TEL NO: 216-86~-1902 ~153

Sample No.

Description

C-20114

12/3/88

Proximate Analysis, %

Moisture
Volatile Matter
Fixed Carbon
Ash

Gross Heating Value
Btu per Lb.

Btu per Lb. (M&A Free)

Ultimate i%nalysls, %

Moisture

Hydrogen
NitroGen
Sulfur
Ash
Oxygen (Difference)

Total

As Received

12.82

12.82
38.99
43.60

4.59

11150

12.82
63.61

4.54
1.53
0.52
4.59

12.39

I00.00

12790

13502

44.72
50. Ol

5.27

72.96
5.21
1.75
0.60
5.27

14.21

i00.00
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MEMORANDUM

INTERMOUNTAIN POWER SERVICE CORPORATION

TO:

FROM:

DATE:

SUBJECT:

S. Gale Chapman

Dennis K. Killian

January 22, 1997

Recommendation on Wyoming Coal

In preparation for the anticipated receipt of Wyoming and
Colorado coal, representatives of Technical Services, Operations
and Maintenance got together to discuss information gathered to-
date. The following recommendations were produced from this
discussion:

i. Test the Colowyo coal first to ensure more accurate analysis.

2. Separate initial shipments of Colowyo and Antelope coal.

3. Obtain samples from both proposed mines for in-house analysis.

4. Avoid scheduling these trains in severe winter months.

Coal from the Antelope mine and adjacent seams is burnt at
several plants throughout the united states on a continuous,
unblended basis. These plants have learned to adjust to the
added difficulties associated with this fuel, as can we.
However, due to the marked differences in required operating
procedures associated with the Antelope fuel, it would be wise
for us to move into this mode in a carefully controlled manner.

ColoW¥o Coal First
We recommend that, if possible, the initial set of trains be
scheduled from the CoLoWyo Mine. The ColoWyo coal is expected to
have minimal negative impact on our boiler. The Antelope coal,
however, could have significant impact on our bogler and
operating procedures based on current information. Burning the
ColoWyo coal first will allow a more accurate assessment of the
impact of this fuel on our equipment.

Separate Shipments
The original boiler design specification included one coal
analysis (’F’ coal) which is a reasonable approximation of the
coal from the Antelope mine. The design specification sets a
blend limit of 50% on this type coal. Operations is prepared to
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meter this coal to the units in reasonable increments up to this
maximum limit.

In order to accurately handle and assess the impact of these
fuels we recommend that a separation of at least two weeks occur
in scheduling the end of the first series of ColoWyo trains and
the beginning of the initial Antelope trains. This will allow
critical time to fully assess the impacts and normalize system
operations as much as possible before introducing another set of
variables.

In-house Sample Analysis
We recommend that samples be obtained for in-house verification
of the analyses we received from the owner of the mines,
(Kennecott). We are particularly interested in confirming values
for percent fines, fusion temps, and BTUs etc.

Avoid Winter Shipments
Both of these coals have considerably higher moisture content
than we typically see. We recommend that steps be taken to avoid
scheduling any of these trains in the most severe winter months.

In preparing to receive the Antelope coal, there are several
positive design aspects within our boiler, coal handling and fuel
preparation systems that place us in a better position than most.
However, modifications in hardware and O&M procedures at those
plant converting to PRB Subbituminous have been considerable.
Contact James Nelson X6464 with questions.

S. Gale Chapman
President and CO0

Bob Davis
George Cross
Joe Hamblin
Dale Hurd
Mike Alley
Stan Smith
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Pelletized Coal Test

About 67 tons of Pelletized coal was test via Unit 1 A mil! for 1.5 hour duration. Following are
listed of observations:

2.
3.
4.
5.
6.

Average motor current was 60 amps. This is normal
Average mill DP was 11 wc. This is normal.
Average PA inlet temperature was 382°F. This is normal.
Average PA outlet temperature was 15 I°F. This is normal.
Mil! vibration is relatively high. We could feel the rumbling.
Flames !ook normal.

The test was started at 2:30 pm and finished at about 4 pm. Normal coat was introduced into the
silo and A mill at about 4: t 5 pm. With the normal coal burning, the following items was
observed:

PA inlet temperature increased to 41 I°F. This may be caused by wet coal due to the past
rainy days. Note that there are’ two other mills running high in inlet temperature also.
Mill vibration is significantly reduced.                    ~o-~
Average mitt DP was 11 wc. Unchange from Pelletized coat.
Average motor current was 64 amps or 2 amps increased from Pelletized coal.

Since the tested coals are relatively much finer and with the fixed spring loading that sets for our
existing coal grindability (25 short ton per roll), there would not be enough coal bed and
recirculations inside the mi!l. Lesser coal bed would cause higher mill vibration. Finer coat
would also require less grinding power, therefore, reducing the mill power consumption or motor
amps.
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Sample Identification:

Lab Sample Number:

Lab Analyst Intials:

Date: 970523

COAL ANALYSIS    FINAL REPORT

IPSC FUELS LAB

COVOL INCOMING RAW 5-20-97

21018

RAH

Short Proximate Analysis

As Received Dry Basis

% Total Moisture 16.84% XXXX

~ Ash 13.71% 16.48%

% Sulfur 0.68% 0.81%

BTU/Ib 9891 11894

Moisture Ash 0~00q\ wFree BTU/ib 14241 0-0[(O

% Residual Moisture 1.71% i,~
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COAL ANALYSIS FINAL REPORT

IPSC FUELS LAB

Sample Identification:

Lab Sample Number:

Lab Analyst Intials:

Date: 970523

COVOL FINISHED PRODUCT 5-20-97

21019

RAH

Short Proximate Analysis

As Received Dry Basis

% Total Moisture 8.31%

% Ash 19.37%

% Sulfur 0.73%

BTU/Ib 10329
~ "~ ~ /

Moisture Ash Free BTU/Ib

% Residual Moisture

COMMENTS:
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INTERMOUNTAIN POWER SEjRV,,]CE CORPORATION

DATE: May 8, 1997

MONTH OF:

MINE: U. S. Fuel Briquettes

CONTRACT NUMBER:

SHIPMENT NUMBERS:

TOTAL TONNAGE: TOTAL SHIPMENTS:

COAL ANALYSIS

IPSC LAB MINE SAMPLE MINE SPLIT

LAB NO. 20737 LAB NO. xxxx

AS RECEIVED DRY BASIS AS RECEIVED DRY BASIS

%MOISTURE ~ 3.40 xxxx xxxx xxxx

%AS H i- 5.02 15.55 xxxx xxxx

%VO LATI L E 41.56 43.02 xxxx xxxx

%FIXED CARBON 40.02 41.43 xxxx xxxx
(by diff.)

%SULFUR 0.68 0.70 xxxx xxxx

BTUILB 11720 12t 33 xxxx xxxx

%FLUORINE 0.0097 0.0100 xxxx xxxx

HGI = xxx HGI = xxx

ASH ANALYSIS

, IPSC LAB MINE SPLIT

%SODIIUM OXIDE, Na20, IGNITED BASIS = 1.09 xxxx

FUSION TEMP., REDUCING ATMOSPHERE;
ID= 2093 xxxx

ST: 2245 xxxx

HT= 2318 xxxx

FT= 2552 xxxx
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REPORT
COVAL COAL BRIQUETTES

Compiled by Gordon Bigham
6/4/97

On Wednesday May 28,1997 we received a shipment of 86.4 tons of
coal briquettes from COVAL company.

Upon arrival the briquettes appeared to be broken up by handling.
There were a lot of fines.

On Thursday May 29, 1997 we performed several tests to observe
performance of the briquettes.

First, the LeTourneau driver ran over a small portion of the
briquettes. This resulted in crushing and compaction of all the
briquettes to the full depth of the briquettes (about 18 inches).

Then we poured water on some of the briquettes to see the effect.
Briquettes immersed in water dissolved over a one to two hour
period. Water poured on the compacted area either puddled up or
ran off, it did not ~oak in at all. Water poured on the
uncompacted briquettes ran down into the pile immediately.

Next we pushed the coal into the reserve reclaim hopper and sent
it to Unit IA coal silo via the A conveyor belts. A sample was
taken from the 18A conveyor a sieve analysis and a short
proximate analysis was performed (both tests shown below).

The sieve analysis shows the large amount of fines from the coal
briquettes. During dry conditions this will cause a much higher
dust loading on our dust collection systems. We expect the
dusting to be similar to the Antelope coal tested recently.

The proximate analysis shows the variations in quality of the
product. Four proximate analysis were done in May 1997 and the
variations are shown below. BTU, Ash and Moisture content varied
widely. We are also concerned about the potential for wide
variations in undesirable constituents like Fluorine, Sodium, and
other contaminants. High Fluorine levels will cause bag damage
in the baghouses. Other contaminants may affect boiler slagging
or our ash quality for sale.

The chemical binder used in the briquettes left a residue coating
the Coal Lab’s sample mill. It is a concern that this same
residue may build up in the pulverizers and burner lines greatly
increasing the fire hazard and maintenance required in those
areas.
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TO:

FROM:

DATE:

SUBJECT:

~IF~ORAND LTM

INTERMOUNTAIN POWER SERVICE CORPORATION

S. Gale Chapman.

Dennis Killi,~

June 3, 1997

Coal Briquette Test Results

We recommend that coal briquettes not be used at IGS for several
reasons.

i. Too many fines. Compared to other spot market coal we are
buying, the briquettes break down into fines. Dusting will be a
problem if we bring large .quantities of briquettes on site.

2. The briquette quality is not consistent. BTU content was
lower than Utah coal and BTU, Ash and Moisture varied
excessively. Such variations may cause operational problems if
this product is run without blending. The potential also exists
for unacceptably high conGentrations of other impurities that
will cause equipment or ash quality problems.

3. We expect accelerated vibration damage to the pulverizers due
to the extreme softness of the briquettes. They wi!l rumble
constantly.

4. The briquettes are difficult to store. They are prone to
spontaneous combustion and can not be compacted without
completely being crushed t.o powder.

5. Grinding the briquettes in the sample mill caused the binder
chemical to coat the entir,e inside of the mill. It is possible
that this coating could bemome a fire hazard in the units. More
testing is required to determine the effects of the binder
chemical on our units.

For more information please contact Gordon Bigham at Extension
6483.

~GMB:MGN:dh
Attachments
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’SIZE COMPARISON
COVAL COAL DUST BRIQUETTES vs COLOWYO COAL

Coal Sizing by Weight Percent

Retained on 1-1/2" Square

Retained on 3/4" Sq Passing 1-1/2"
Retained on 1/2" Sq Passing 3/4"

Retained on 1/4" Sq Passing 1/2"

Retained on 30 mesh Passing 1/4"

Retained on 60 mesh Passing 30 mesh

Retained on I00 mesh Passing 60 mesh

Retained on 200 mesh Passing I00 mesh

Passing 200 mesh

COVAL

0
i0.i

6.2

9.9

25.0

12.0

12.3

10.9

13.6

COLOWYO

9.7

27.3

13.3

18.5

23.4

3.6

1.4

1.5

1.4

Coal Sizing by CumulatiVe Weight Percent
COVAL

Retained on 1-1/2" Square

Retained on 3/4" Sq Passing 1-1/2"

Retained on 1/2" Sq Passing 3/4"

Retained on 1/4" Sq Passing 1/2"

Retained on 30 mesh Passing 1/4"
Retained on 60 mesh Pasling 30 mesh

Retained on i00 mesh Passing 60 mesh

Retained on 200 mesh Passing i00 mesh

Passing 200 mesh

0
I0.I

16.3

26.2

51.2

63.2

75.5

86.4

I00

COLOWYO

9.7

36.9

50.2

68.7

92.1

95.7

97.2

98.6

I00

Variations in Short Proximate Analysis of COVAL Briquettes

Percent Moisture 3.4 to 16.8

Percent Ash 13.7 to 19.4

Percent Sulfur 0.68 to 0.73

BTU/Ib 9891 to 11720
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After sampling the coal was sent to Unit IA Coal Silo and burned
later that day.

The coal was burned in about 1-1/2 hours of pulverizer operation.
The mill ran 4 amps lower than normal due to the ease of grinding
the briquettes, the differential pressure was unchanged, but the
vibration was higher(see graph). The wheel loading should be
reduced to run unblended coal briquettes on a contlnuous basis to
reduce vibration damage to the pulverizers. Pulverizer inlet
temperatures were slightly lower with the briquettes since they
were dryer than the normal coa! supply at that time (see graph).

The burner flame was normal; no problems were noted.

Since the test Bill Engles of the LADWP fuels group mentioned
that the briquettes are prone to spontaneous combustion.
Therefore it seems that compaction is a must for long term
storage of this kind of coal.

CONCLUSIONS:

I. COVAL coal dust briquettes are fragile and break easily
during handling.

2. Long term storage will require compaction which will also
pulverize the product. This will lead to dusting problems when
the material is reclaimed.

3. The product quality varies excessively even within a single
production run.

4. The chemical binder may plate out in the pulverizer and
burner lines and increase the fire hazard and maintenance
required in those locations which are already maintenance
intensive.

5.Pulverizer vibration increased when running strait briquettes.
This will cause accelerated damage to the pulverizers unless the
briquettes are carefully blended with regular coal or the wheel
loading is adjusted every time we switch from one type of coal to
the other.
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INTERMOUNTAIN POWER SERVICE CORPORATION

TO:

SUBJECT:

S Gale Chapman

~nnis Killian

May 28, 1997

Test Plan for Coal Briquettes

Attached is a plan for testing the handling characteristics of
the Coal Briquettes scheduled to arrive on site today.

Previous types of briquettes were too soft to handle in our coal
handling system because they were reduced to powder too easily.

We believe the briquettes arriving today are more compatible with
our system, but would like to make sure before LADWP sends a
train load.

If you have questions or concerns please contact Gordon Bigham at
Extension 6483.

GMB :~NGN : dh
Attachment
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COAL BRIQUETTE HANDLING
TEST PLAN

This is a test to determine the handling characteristics of the
COVOL coal Briquettes. We would like to perform the test on
Thursday after the coal yard tagging has been removed for filling
the units in the afternoon.

o

°

o

o

o

Two coal trucks will:deliver manufactured coal briquettes on
Wednesday 28 May 1997.

Operations will direct the trucks to dump the coal
briquettes near the reserve reclaim hopper.

On Thursday afternoon 29 May 1997 at approximately 2:00 pm
Lance Lee of LADWP and several people from Technical
Services will position themselves in the Coal Yard for the
test.

We request an FEO to,separate 3 to 5 tons of briquettes and
run over them with the LeTourneau to see how well they stand
up to the weight of the machine.

We request the FEO then push all the briquettes into the
active reclaim hopper.

We then request operations load the coal onto conveyor 4 at
normal feeder speeds and transfer it to the units.

When the coal arrives on belts 18A and/or 18B please shut
off a belt so technical services can sample the coal.

After the sample is collected the coal handling system will
be ready for normal service.

IP12 004854


